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§ Walls GW GW GW GW GW GW GW GW GW GW GW GW GW PAP PAP PAP GW GW GW GW
2 Base v [\ R I\ R [\ R R R R R v R NONE NONE NONE R NONE 150 R
[ Floor SVIVCT SV VCT SV SV SV SV SV sV SV SV SV sV PAP PAP PAP VCT VCT HCS VCT
Ceilings ACT GW ACT GW ACT ACT ACT ACT ACT ACT ACT ACT-2 ACT PAP PAP PAP GW GW ACT ACT
Counter Tops PL PL PL PL PL PL PL PL PL SS N/A N/A N/A N/A N/A N/A
® |Ceiling Heights 2850 2850 2850 2850 2850 2850 2850 2850 2850 2850 2850 2850 2850 2100 2100 2100 2850 2850 2850 2850
=
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_é =] Width 1200 1200 1200 1200 RDD 1200 1200 1200 1200 1200 1200 1200 1200 900 900 900 1200 1200 1050 1200
S % Active Leaf 900 900 SC 900 900 900 900 900 900 900
< 8 Inactive Leaf 300 300 300 1060 300 300 300 3400 300 300 300
e Height 2100 2100 2100 2100 2100 2100 2100 2100 2100 2100 2100
Vision Panel YES YES YES YES NO YES NO NO NO NO NO YES YES YES YES YES YES NO NO NO
Architectural Notes:
Room Pressure NEG NEG NEG NEG NEG NEG NEG NEG NEG NEG NEG NEG NEG EQUAL EQUAL EQUAL | NEG 24 23 EQUAL
Temperature ‘C 23 23 23 23 23 23 23 23 23 23 23 23 23 4+ 1 4+1 25-40 23 23 23 23
'8 |Relative Hum (%) 50/40 50/40 50/40 50/40 50/40 50/40 50/40 50/40 50/40 50/40 50/40 50/40 50/40 N/A N/A N/A 50/40 50/40 50/40 50/40
£ |Exhaust Air YES YES YES YES YES YES YES YES YES YES YES YES YES NO YES NO YES YES YES YES
S |Return Air NO NO NO NO NO NO NO NO NO NO NO NO NO NO NO NO NO NO NO NO
%" Filtration (%) 30, 90 30, 90 30, 90 30,90 [30,90| 30,90 30, 90 30, 90 30, 90 30, 90 30, 90 30, 90 30, 90 N/A 30, 90 N/A 30,90 | 30,90 30, 90 30,90
Mechanical Notes:
Cold Water YES YES NO YES YES YES YES YES YES YES YES YES YES NO YES NO YES YES YES NO
Pure Water YES YES NO YES YES YES YES YES YES YES YES YES NO YES YES YES YES YES YES NO
o Waste/Vent YES YES NO YES YES YES YES YES YES YES YES YES YES NO YES NO YES YES YES NO
£ Steam NO NO NO NO NO NO NO NO NO NO NO YES NO NO NO NO YES NO NO NO
c |Gases YES YES NO YES NO NO NO NO NO NO NO NO
D—:_‘ Hot Water YES YES NO YES YES YES YES YES YES YES YES NO NO NO YES YES YES YES NO
Chilled Water YES YES NO NO L/C YES NO NO NO NO NO NO NO NO NO NO NO NO NO NO
Floor Drain NO NO NO NO YES NO NO NO NO NO NO YES YES YES YES NO YES NO NO NO
Condensate NO NO NO NO NO NO NO NO NO NO YES NO NO NO NO YES NO NO NO
Plumbing Notes:
Ambient lllum (LX) 800-1100 | 80-1100 | 325-525 | 800-1100 | 500 | 800-1100 50-1100 100-800 300-800 50-800 500 500 800 800 800 500 525 525 500
w [Task lllum (LX) 1100 1100 1100 1100 1100 NONE
£ |Electrical Notes:
3
L
Telephone YES YES YES YES YES YES YES YES YES YES YES
LAN YES YES YES YES YES YES YES YES YES
c |Tel. Near Door YES
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%= |Communication
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é Notes:
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Chemical Fume YES YES YES YES
Hood
w |Drench Shower YES YES YES YES YES YES YES YES YES YES
T |Eye-Wash YES YES YES YES YES YES YES YES YES YES YES YES
& |Automatic Sprinklers YES YES YES YES YES YES YES YES YES YES YES YES YES YES YES YES YES YES
-2 |Eye-Wash and YES YES YES YES YES YES YES YES YES YES YES
c% Safety Shower
Flammable Liquid YES YES YES YES YES YES YES YES YES
Storage Cabinets
Signage for YES
Radioactive Uses
and / or Storage






