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o Walls CMU CMU CMU | CMU | CMU cMU CMU CMU GW CMU CMU CMU CMU CMU PAP | CMU
@ Base IR IR IR IR IR IR IR IR [\ IR IR IR IR IR NO IR
= £ Floor RE RE RE RE RE RE RE RE SV RE RE RE RE RE PAP| RE
5 Ceilings GW GW GW | GW | GW GwW GW GW ACT-2 GW GW GW GW GW PAP | GW
g Ceiling Height 2850 2850 2850 | 2850 | 2850 2850 2850 2850 2400 2400 2400 2850 2400 2400 2100| 2400
‘= |Door Width 1050 1050 1050 | 1050 | 1050 1200 1050 1050 900 1050 1050 1050 1050 1050 900 | 900
E Vision Panel YES YES NO NO | YES | SPECIAL YES YES NO YES YES NO YES YES YES | NO
Tinted Glass Panels
Architectural Notes:
Room Pressure NEG NEG NEG 23 23 20% NEG NEG POS POS POS POS NEG NEG EQ | NEG
_ |Temperature 'C VARIABLE | VARIABLE | 23 23 23 23 VARIABLE 23 23 23 23 23 23 VARIABLE | 23 23
8 [Relative Hum (%) 30-70 30-70 30-70 | 30-70 | 30-70 30-70 30-70 30-70 30-70 30-70 30-70 30-70 30-70 30-70 N/A | 30-70
5 |Exhaust Air YES YES YES | YES | YES YES YES YES NO NO NO NO YES YES NO | YES
S |Return Air NO NC NO NO NO NO NO NO YES YES YES YES NO NO NO | NO
g Filtration (%) 30, 90 30, 90 30,90 30,9030, 90 30, 90 30, 90 30, 90 30,90 | 30,90 30, 90 30, 90 30, 90 30, 90 N/A |30, 90
Mechanical Notes:
Cold Water YES YES YES | YES | YES YES YES YES YES YES YES YES YES YES NO | YES
Hot Water YES YES YES | YES | YES YES YES YES YES YES YES YES YES YES NO | YES
o |reated Water YES YES YES | NO NO NO NO YES NO NO NO NO YES NO YES | YES
£ |Chilled Water NO NC NO NO NO NO NO NO NO NO NO NO NO NO NO | NO
'E Waste/\Vent YES YES YES | YES | YES YES YES YES YES YES YES YES YES YES NO | YES
= |Floor Drain YES NC NO | YES | NO YES YES YES NO NO NO NO NO YES NO | YES
Steam NO NO NO NO NO NO YES NO NO YES YES NO NO NO | NO
Condensate NO NO NO NO NO NO NO NO NO NO NO NO NO NO NO | NO
Plumbing Notes:
Ambient lllum (LX) 270-800 270 1100 | 1100 | 1100 | 1100-2200 270 800 750 500 500 50-500 1100 270-800 | 500 | 400
w |Task lllum (LX) 1100 | 1100 | 1100 EXAM 1100 1100 | 800-1100 | 1100-1600 500 NO
-g Electrical Notes:
@
L
LAN YES YES
Telephone YES YES YES YES YES YES YES YES YES
5 [Voice Communication YES YES
T |Fire Alarm System
% Communication
g [Notes:
=
S
O
w |Strobe Emergency YES YES
g [Warning Light
@ |Hose Bid YES YES
5 [Notes:
@
[= %
w






